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ABSTRACT 
The successful operation of electrical power system network depends on the performance of insulation provided in the 
high voltage power transformers. Recent output of many research works confirm that the nano modified insulation system 
provides enhanced dielectric and thermal characteristics when compared with conventional system. Now a days nano 
modified mineral oils are considered as an alternative to conventional mineral oils as a dielectric insulation fluid in power 
transformers, leading to the improved dielectric strength of apparatus with further reduction in the size and manufacturing 
cost. Since distribution transformers are mainly used in outdoor applications, understanding its lightning discharge 
withstand and breakdown characteristics of nano modified insulating fluid is a vital issue. In this paper laboratory 
experimental works are performed to understand the lightning discharge performance of mineral oil along with SiO2 nano 
filler at different %wt concentration such as 0.01%, 0.05% and 0.1%. Standard lightning impulse voltage of 1.2/50 µs time 
period with both positive and negative polarity is used in the experiments. Results illustrate that the nano modified mineral 
oil significantly improves the lightning impulse withstand and breakdown strength of insulation system.  
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1.INTRODUCTION  
Successful operation of electrical transmission and distribution network depends on the reliability of power transformers. 
Any failure of these expensive apparatus will lead to heavy loss to consumers. With the increasing demand for electrical 
energy, it is crucial to maintain the reliability of the power supply. Nowadays, avoiding the unpredicted breakdown of 
power transformers is an important goal before the electrical utilities. Most of the power transformer failures are reported 
due to insulation breakdown. Majority of the distribution transformers are used with liquid insulation and mineral oil is being 
used as a liquid dielectric for a longer period of time. Even though mineral oils have excellent insulating properties with 
good long-term performance and are obtained at reasonably low price, they are usually non-biodegradable and affects our 
environment. 
Considering the drawbacks of conventional mineral oil, many researchers are working towards improving the dielectric 
properties of liquid insulation used in the transformers [1-6] . Some researchers are working in the vegetable oils obtained 
from seeds and flowers. Chandrasekar et al., [1] analyzed the applicability of natural esters as an insulating fluid for high 
voltage transformers. In this work, they have analyzed the breakdown strength and PD characteristics of natural esters as 
an alternate insulation for mineral oil. Banumathi et al., [3,5] studied the PD properties of olive oil and castor oil as an 
insulating medium for distribution transformers. Senthilkumar et al., [7] studied the dielectric strength characteristics of 
thermally aged palm oil and corn oil as an alternate insulating medium for transformer applications.  
In recent times, developments in nanotechnology has provided the horizons for the development of nanofluids for power 
transformer applications. Addition of nano-size filler materials in the base oil known to be the nanofluid attracts attention as 
an insulating medium for transformers. Many research works are being carried out in nanofluid insulation with both mineral 
oil and vegetable oils with different filler materials at different concentrations [7-17]. Sankarganesh et al., [8] analyzed the 
corona type partial discharge signal characteristics of nano-SiO2 modified mineral oil at different filler percentage 
concentrations. Appropriate selection of  base oil and filler material makes nanofluid more suitable for transformer 
applications. Dong et al., [9], investigated Aluminum-nitride-(AlN)-transformer oil-based nanofluid at different ambient 
temperatures. They have shown that in comparison to the pure transformer oil, the electrical conductivity of nanofluid 
containing 0.5% AlN nanoparticles has increased by 1057 times at 60°C. T.S.Ramu et al., [11], studied the AC, DC and 
Lightning impulse breakdown characteristics of Fe3O4 and SiO2 nanofiller added transformer mineral oil and they have 
concluded that the dielectric breakdown strength of investigated nanofluids greatly improved under all forms of voltages 
and of either polarity. In addition, mineral oil top and hot spot temperatures are considerably lowered in nanofluid filled 
transformers.  
However, there are certain key issues to be investigated before applying nanofluid insulation for real time application in 
transformers.  Since high-voltage power transformers are designed for outdoor applications, understanding the lightning 
impulse strength of the nanofluid becomes more important for the insulation design [18-23]. Lightning impulse strength as 
basic insulation level is commonly used as the criterion of insulation design for large power transformers. In addition, 
according to IEC standard 60076-3 the lightning impulse tests are usually required as factory routine tests for 
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transformers. The majority of insulation materials inside a transformer are exposed to quasi-uniform electric field. 
Therefore any alternative insulation material should have acceptable electrical strength in a quasi-uniform field.  
Considering this, in this paper experimental works are carried out on nano modified mineral oil for understanding its 
lightning impulse withstand characteristics and comparison is made with pure mineral oil. The characteristics of nano 
modified oil under positive and negative lightning impulse voltage are evaluated by testing with the standard lightning 
impulse (1.2/50 µs) in accordance with the IEC standard.  
2. EXPERIMENTAL WORKS 
2.1. Preparation of Nano Fluid in the Laboratory 
Mineral oil, which is commercially available and mostly used as an insulating medium in distribution transformers, is used 
as a base fluid for the preparation of nanofluid. Silicone di oxide nano particles of size <80 nm with a high purity of above 
99% supplied by Hefei Jiankun Chemical Industry was used for preparing nanofluid. The nanofluids were prepared at 
different filler nanofiller concentrations such as 0.01, 0.05 and 0.1% by weight of the nano-size SiO2 fillers. In order to 
improve the stability of the nanoparticles in the prepared nanofluid, two different mixing process was carried out which is 
shown in Figure 1.  
 
 
Fig.1 . Steps involved in the preparation of nano-mineral oil 
   
Initially required amount of nanofiller material is added with the base mineral oil and the magnetic stirrer operation is 
performed for 45 minutes. This process improves the dispersion of aggregations in the base oil. Then ultrasonication is 
performed for 20 minutes, which results in a well dispersed nanofluid. From the above methodology, sedimentation and 
agglomeration of nanoparticles in the mineral oil is avoided. Figure 2 shows the photograph of the well dispersed nanofluid 
prepared in the laboratory at different %wt concentrations. According to the %wt concentration of SiO2 nanofiller material 
added in the base mineral oil, the samples were given identity as A, B, C and D as shown in the Table 1.  The nano 
modified oil and pure oil was given thermal treatment in order to reduce the moisture content in the oil before testing.  
 
 
Fig. 2. Photograph of well dispersed nanofluid at different %wt concentrations 
Table 1. Sample identity of nano-mineral oil 
Sample Identity Detail 
A Mineral Oil 
B Mineral Oil + 0.01% SiO2 
C Mineral Oil + 0.05% SiO2 
D Mineral Oil + 0.1% SiO2 
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2.2. Lightning Discharge Test Setup 
 
 
Fig.3. Photograph of test cell used for lightning impulse test 
A needle-plane electrode system was located in the transparent test cell filled with nanofluid of 200ml volume as 
shown in figure 3. Distance between needle and plane electrode was maintained at 5 mm and 10mm. Needle 
electrode was connected to the lightning impulse source and plane electrode was solidly grounded. 
 
 
 
Fig. 4. Schematic diagram of lightning impulse experimental setup 
Figure 4 shows the schematic diagram of experimental setup used to understand the lightning discharge characteristics of 
nano fluids. It consists of a DC charging device connected with a 3 stage lightning impulse generator. A motorized control 
panel is used for changing the polarity of the lightning impulse generator and to change the gap distance between the 
spark gaps.  
 
 
Fig. 5. Photograph of  3 Stage, 300 kV Lightning Impulse Generator connected to the test cell. 
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Figure 5 shows the photograph of three stage 300 kV lightning impulse generator used in the present study which works 
on the basis of Marx circuit, and it is connected to the transparent test cell containing the test specimen. This Marx circuit 
charges the capacitor bank in parallel from d.c source and discharged in series to deliver 1.2/50µs of the standard 
lightning impulse. Voltage measurement is carried out using the standard high voltage 400 pF measuring capacitor. All the 
oil samples are tested under the room temperature. The waveforms are measured using PC integrated with digital storage 
oscilloscope. 
3. RESULTS AND DISCUSSION 
Lightning discharge withstand and breakdown tests were carried out in the prepared nanofluids at both positive and 
negative polarity of waveform. Needle plane electrode system was used in the present study and the gap distance 
between the electrodes is maintained at 5 mm and 10 mm. Tests were repeated for 15 times at similar type of fresh 
samples in order to get 95% confidence level of the test results.  Rising voltage method of test procedure as per IEC 
60897 was followed in the laboratory experiments in order to evaluate the lightning impulse breakdown voltage of the 
nanofluid sample. In this method, the applied lightning impulse peak voltage is slowly increased in steps from an initial 
voltage level at a constant rate until the breakdown of the test oil specimen takes place. As per IEC standard, one impulse 
shot per step voltage of 10 kV is applied to the test specimen and the time interval between the successive impulse shots 
is maintained constant as 2 minute. Test procedure is repeated for 15 times after a regular rest period, until a considerable 
number of breakdown voltage measurements are carried out.  
3.1. Positive Lightning Impulse Test Waveforms 
Initially the test specimens were subjected to positive polarity lightning impulse stress. Figure 6 shows the resultant 
lightning impulse waveforms after the application of LI voltage to the test specimen at 5 mm gap distance between the 
electrodes. Test waveforms are shown for type A (pure mineral oil) and type D ( nano modified mineral oil 0.1%wt). The 
positive polarity of 1.2/50 μs LI voltage is used for testing nano modified sun flower oil samples. Figure 6(a) and 6(b) 
shows the typical positive 1.2/50 μs LI withstand and breakdown waveform of pure mineral oil and type D specimen 
respectively. It also shows the peak value of applied voltage (Up), front time (T1) and tail time (T2) of the applied LI 
voltage waveform. 
 
(a) 
 
(b) 
Fig. 6. Positive lightning impulse withstand and breakdown waveforms obtained at 5 mm gap 
distance                 (a) sample A (b) sample D 
   I S S N  2 3 2 1 - 8 0 7 X 
     V o l u m e  1 2  N u m b e r 1 9  
   J o u r n a l  o f  A d v a n c e s  i n  c h e m i s t r y  
5204 | P a g e                                        
N o v e m b e r  2 0 1 6                                             w w w . c i r w o r l d . c o m  
It is clearly understood from the above waveforms that virgin mineral oil shows 44 kV peak lightning impulse 
withstand strength whereas it breaks down when the peak value reaches above 50 kV. Whereas in the case of 
nano modified 0.1% wt mineral oil, it shows 51 kV peak lightning impulse withstand strength and when the voltage 
reaches above 54 kV it breaks down. It clearly shows that addition of nano filler in the base oil improves the 
lightning impulse withstand property.  
 
(a) 
 
(b) 
Fig. 7. Positive lightning impulse withstand and breakdown waveforms obtained at 10 mm gap 
distance                 (a) sample A (b) sample D 
Figure 7 shows the positive lightning impulse withstand and breakdown waveforms at 10 mm gap distance. When the gap 
distance between the electrodes increases, then  it is expected that th breakdown strength of the sample also will increase 
significantly. It is observed that at 10 mm electrode gap distance, lightning impulse withstand voltage of mineral oil goes 
upto 66 kV and it breaks down at 72 kV. Similarly, in the case of type D specimen with 0.1%wt SiO2 nano filler, withstand 
strength improves upto 70 kV and it breaks down at 76 kV. Results obtained at 10 mm gap distance are in similar line with 
5 mm gap distance. Similar characteristics are also obtained with other specimens such as Type B and Type C.  
3.2. Comparison of Positive LI Breakdown Voltage w.r.t Electrode Distance 
 
 
Fig. 8. Comparison of positive LI breakdown voltage of nanofluid specimens A,B,C and D at different 
electrode gap distance  
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Figure 8 shows the average, minimum and maximum values of breakdown voltage obtained for all the tested oil 
specimens at different gap distances. It is clearly observed that in general increase in electrode gap distance increases 
the  breakdown strength. Also at each electrode gap distance, it is noted that nano modified mineral oil shows significant 
enhancement in its breakdown strength when compared with pure mineral oil without any fillers. Considerable 
improvement in lightning impulse breakdown strength is noticed with 0.05 % and 0.1 % wt nano filler.  
3.3. Negative Lightning Impulse Test Waveforms 
In this case, the test specimens were subjected to negative polarity lightning impulse stress of 1.2/50 μs time period. 
Figure 9(a) and 9(b) shows the typical negative 1.2/50 μs LI withstand and breakdown waveform of pure mineral oil and 
type D specimen respectively at 5 mm electrode gap distance. It also shows the peak value of applied voltage (Up), front 
time (T1) and tail time (T2) of the applied LI voltage waveform. 
 
(a) 
   
(b) 
Fig. 9. Negative lightning impulse withstand and breakdown waveforms obtained at 5 mm gap 
distance                 (a) sample A (b) sample D 
It is clearly understood from the above waveforms that virgin mineral oil shows 74 kV peak lightning impulse withstand 
strength whereas it breaks down when the peak value reaches above 86 kV. Whereas in the case of nano modified 0.1% 
wt mineral oil, it shows 87 kV peak lightning impulse withstand strength and when the voltage reaches above 89 kV it 
breaks down. It clearly shows that addition of nano filler in the base oil improves the lightning impulse withstand property. 
When compared with positive polarity results, it is observed that withstand and breakdown capacity of nanofluid insulation 
is considerably higher in the negative polarity case.   
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(a) 
  
(b) 
Fig. 10. Negative lightning impulse withstand and breakdown waveforms obtained at 10 mm gap 
distance                 (a) sample A (b) sample D 
 
Figure 10 shows the negative lightning impulse withstand and breakdown waveforms at 10 mm gap distance. As 
expected, breakdown strength of the sample significantly increased in this case when compared with 5 mm gap distance.  
When compared with positive LI case, it is noticed that breakdown strength has significantly increased irrespective of the 
oil specimen. It is observed that at 10 mm electrode gap distance, lightning impulse withstand voltage of mineral oil goes 
upto 87 kV and it breaks down at 88 kV. Similarly, in the case of type D specimen with 0.1%wt SiO2 nano filler, withstand 
strength improves upto 98 kV and it breaks down at 100 kV. Results obtained at 10 mm gap distance are in similar line 
with 5 mm gap distance. Similar characteristics are also obtained with other specimens such as Type B and Type C.  
3.4. Comparison of Negative LI Breakdown Voltage w.r.t Electrode Distance 
Figure 11 shows the average, minimum and maximum values of negative LI breakdown voltage obtained for all the tested 
oil specimens at different gap distances. It is clearly observed that in general increase in electrode gap distance increases 
the  breakdown strength. Also at each electrode gap distance, it is noted that nano modified mineral oil shows significant 
enhancement in its breakdown strength when compared with pure mineral oil without any fillers. Considerable 
improvement in lightning impulse breakdown strength is noticed with 0.05 % and 0.1 % wt nano filler.  
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Fig. 11. Comparison of negative LI breakdown voltage of nanofluid specimens A,B,C and D at different 
electrode gap distance  
From the above reported results, it is summarized that negative lightning impulse withstand capacity of nanofluid insulation 
is considerably higher than positive lighting impulse case. Addition of nano filler above 0.05% wt concentration certainly 
improves both positive and negative lightning impulse withstand and breakdown capacity of insulation. Hence, nano 
technology will help the electrical utilities to enhance the lightning discharge characteristics of transformers by using 
nanofluid insulation.  
4. CONCLUSION  
In this paper the lightning impulse withstand and breakdown strength of nano modified mineral oil was investigated at both 
positive and negative polarity of waveform. Laboratory experiments were carried out at 1.2/50 μs lightning impulse 
waveform and nanofluid insulation was prepared at different %wt concentration of nanofiller. The results show that 
addition of nanofiller in the base mineral oil certainly improves the lightning impulse withstand and breakdown strength of 
base oil. In particular, when the %wt concentration of nano SiO2 filler goes above 0.05% then significant improvement in 
lightning impulse characteristics are noticed.  These preliminary results will be very much useful for electrical utilities while 
designing the basic insulation level of transformers filled with nanofluid insulation.  
Acknowledgements 
Author (S.Chandrasekar) would like to sincerely thank the UGC, NewDelhi for providing financial support through 
Research Award scheme for carrying out the research activities on nanofluid insulation for power transformer applications.  
REFERENCES 
1. Chandrasekar,S and Gian Carlo Montanari, "Analysis of Partial Discharge Characteristics of Natural Esters as 
Dielectric Fluid for Electric Power Apparatus Applications", IEEE Transactions on Dielectrics and Electrical Insulation, 
Vol.21, No.3 pp.1251-1259, 2014. 
2. Martin, N. Lelekakis, W.Guo, and Y.Odarenko, “Further Studies of a Vegetable-Oil-Filled Power Transformer”, IEEE 
Electr. Insul. Mag., vol.27, no.5, pp. 6-13, 2011. 
3. Banumathi, S. and Chandrasekar, S, 2015. Aging effect on Partial Discharge Characteristics of Olive oil as an 
Alternative Liquid Insulating Medium. Research Journal of Applied Sciences, Engineering and Technology, vol. 9, no. 
9, 745-754. 
4. G.Ramakrishna Prabu and S.Chandrasekar, "Classification of Single PD Sources of HV Transformer Insulation Faults 
using PRPD Pattern Features and ANN Approach", Asian Journal of Research in Social Sciences and Humanities, 
Vol. 6, No. 8, pp. 1935-1952, August 2016 
5. Banumathi, S. and Chandrasekar, S. 2013. Analysis of Partial Discharge Characteristics of Olive and Castor Oil as 
Dielectric Medium for HV Applications. International Review of Electrical Engineering (I.R.E.E.), vol. 8, no.6, 1882-
1889. 
6. S.Senthilkumar,  B.Karthik and S.Chandrasekar, "Investigations on PD Characteristics of Thermal aged Palm and 
Corn Oil for Power Transformer Insulation Applications", Journal of Electrical Engineering and Technology, Vol.9, No.5 
pp. 1660-1669,Sep 2014. 
7. Huifei Jin,Thomas Andritsch, Ioannis A. Tsekmes, Roman Kochetov, Peter H.F. Morshuis, Johan J. Smit, "Properties 
of Mineral Oil based Silica Nanofluids", IEEE Transactions on Dielectrics and Electrical Insulation, Vol. 21, No. 3, 
pp.1100-1108, 2014. 
 
   I S S N  2 3 2 1 - 8 0 7 X 
     V o l u m e  1 2  N u m b e r 1 9  
   J o u r n a l  o f  A d v a n c e s  i n  c h e m i s t r y  
5208 | P a g e                                        
N o v e m b e r  2 0 1 6                                             w w w . c i r w o r l d . c o m  
8. R. Sankarganesh, R. Shivakumar and S. Chandrasekar, "Analysis of Partial Discharge Signal Characteristics of Nano-
Mineral Oil for Transformer Condition Monitoring Applications", Asian Journal of Research in Social Sciences and 
Humanities, Vol. 6, No. 7, pp. 341-357, July 2016. 
9. Dong, M,  L. P. Shen, H. Wang, H. B. Wang, and J.Miao , "Investigation on the Electrical Conductivity of Transformer 
Oil-Based AlN Nanofluid", Journal of Nanomaterials, Hindawi Publishing Corporation ,Volume 2013, Article ID 842963, 
pp.1-7, 2013. 
10. Jian Li, Zhaotao Zhang,Ping Zou and Stanislaw Grzybowski, "Preparation of a Vegetable Oil-Based Nanofluid and 
Investigation of Its Breakdown and Dielectric Properties", IEEE Electrical Insulation Magazine, Vol. 28, No. 5, pp.43-
50, 2012. 
11. Ramu,T.S., B.K.Keshavan, K.N.Balasubramanya Murthi, "Application of a Class of Nano fluids to improve the 
Loadability of Power Transformers", IEEE 10th International Conference on the Properties and Applications of 
Dielectric Materials, July 24-28,2012, Bangalore, India, 2012. 
12. Rongsheng Liu, Leif A.A. Pettersson, Tommaso Auletta, Olof Hjortstam ,2011, "Fundamental Research on the 
Application of Nano Dielectrics to Transformers", IEEE International Conference, pp.423-427. 
13. R. Sankarganesh, R. Shivakumar,S.Chandrasekar, "Analysis of Partial Discharge Signal characteristics of Nano-
Mineral Oil for Transformer Condition Monitoring Applications", Asian Journal of Research in Social Sciences and 
Humanities, Vol. 6, No. 7, July 2016, pp. 341-357. 
14. Y. Du, Y. Lv, C. Li, M. Chen, J. Zhou, “Effect of electron shallow trap on breakdown performance of transformer oil-
based nano fluids”, J. Appl. Phys., Vol.110, pp. 104104-104104-4, 2011. 
15. Anandhan Elansezhiyan, S. Chandrasekar," Investigations on Dielectric Properties of Nano SiO2-Mineral Oil for 
Transformer Insulation Applications", Asian Journal of Research in Social Sciences and Humanities, Vol. 6, No. 10, 
October 2016, pp. 1783-1795. 
16. R. Liu, L. A. A. Pettersson, T. Auletta and O. Hjortstam, “Fundamental research on the application of nano dielectrics 
to transformer”,IEEE conf. Electr. Insul. Dielectric. Phenomena, pp.423-427,2011. 
17. D. Prasad, S. Chandrasekar ," Investigations on Dielectric Performance Characteristics of Natural Ester based Nano-
Fluids for Power Transformer Applications", Asian Journal of Research in Social Sciences and Humanities, Vol. 6, No. 
11, November 2016, pp. 1146-1157.  
18. Yuzhen, Yang Ge, Chengrong Li, Qi Wang, You Zhou, Bo Qi, Kai yi, Xin Chen and Jinsha Yuvan “ Effect of Tio2 Nano 
particles on Streamer Propagation in Transformer Oil under Lightning Impulse Voltage” IEEE Transactions on 
Dielectrics and Electrical Insulation Vol.23, No. 4; August 2016. 
19. Potao Sun, Wenxia Sima, Ming Yang, Jingyu Wu and Jiefang Hua “ Accumulative Effect of Repeated Lightn ing 
Impulses on Transformer Insulation: Mechanism Analysis” IEEE Transactions on Dielectrics and Electrical Insulation 
Vol. 23, No.4; August 2016. 
20. W. Sima, X. Cao, Q. Yang, H. Song and J. Shi, “Preparation of Three Transformer Oil-Based Nanofluids and 
Comparison of Their Impulse Breakdown Characteristics”, Nano Sci. Nano Technol. Lett, Vol. 6, pp. 350-356, 2014 
21. M. Unge, S. Singha, V. D. Nguyen, D. Linhjell, S. Ingebrigtsen, and L. E. Lundgaard, “Enhancements in the lightning 
impulse breakdown characteristics of natural ester dielectric liquids”, Appl. Phys. Lett., Vol. 102, pp. 172905, 2013 
22. Sun-Ho Choi and Chang- Su Huh, “ The Lightning Impulse Properties and Breakdown Voltage of Natural Ester Fluids 
Near the Pour Point” J Electr Eng Technol Vol. 8, No. 3: 524-529,2013 
23. Q.Liu and Z.D. Wnag, “Streamer Characteristics and breakdown in Synthetic and Natural Ester Transformer Liquids 
under Standard Lightning Impulse Voltage”, IEEE Trans. Dielectr. Electr. Insul, Vol.18, pp 285-294,2011 
 
 
